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NOTES: 1. PRIOR TO INSTALLATION, CONTACT BURBANK WATER AND POWER INSPECTOR AT (818) 238-3590 TO SCHEDULE PRIOR TO INSTALLATION, CONTACT BURBANK WATER AND POWER INSPECTOR AT (818) 238-3590 TO SCHEDULE INSPECTION AT LEAST 48 HOURS IN ADVANCE. 2. REFER TO DRAWINGS S-464 AND S-821 FOR INSTALLATION AND GROUNDING DETAILS. REFER TO DRAWINGS S-464 AND S-821 FOR INSTALLATION AND GROUNDING DETAILS. 3. REDUCED CLEARANCE REQUESTS MAY BE CONSIDERED ON A CASE BY CASE BASIS FOR LOW-HEIGHT REDUCED CLEARANCE REQUESTS MAY BE CONSIDERED ON A CASE BY CASE BASIS FOR LOW-HEIGHT RESIDENTIAL RETAINING WALLS AROUND SINGLE PHASE PADMOUNT TRANSFORMERS. SEE DRAWING S-464. WRITTEN PRE-APPROVAL BY BWP REQUIRED. 4. IF THE REQUIRED SAFETY CLEARANCE AROUND A SWITCH OR TRANSFORMER ABUTS A SOLID OBSTRUCTION, THE IF THE REQUIRED SAFETY CLEARANCE AROUND A SWITCH OR TRANSFORMER ABUTS A SOLID OBSTRUCTION, THE SAFETY CLEARANCES SHALL BE INCREASED BY 2 FEET.
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