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NOTES: 1.  PRIOR TO INSTALLATION, CONTACT BURBANK WATER AND POWER INSPECTOR (818) 238-3590 TO SCHEDULE    INSPECTION AT LEAST 24 HOURS IN ADVANCE. 2.  THE CONTRACTOR MUST INSTALL THE GROUND RODS AND GROUNDING SYSTEM CALLED FOR IN THE STANDARD    WHILE IN THE PRESENCE OF THE BWP INSPECTOR AND TO THE SATISFACTION OF THOSE REQUIREMENTS    DETAILED IN THE LATEST VERSION OF THE NATIONAL ELECTRICAL CODE, ARTICLES 250-83 AND 250-84. 3.  BACKFILL SOIL IS TO BE COMPACTED TO PREVENT MOVEMENT OR SLIPPAGE OF THE SLAB OR BOX. 4. REFER TO DRAWING S-821 FOR GROUNDING DETAILS.REFER TO DRAWING S-821 FOR GROUNDING DETAILS.
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